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GENERAL SHEET NOTES

REFER TO E000 FOR GENERAL ELECTRICAL
NOTES, ELECTRICAL INSTALLATION NOTES,
FOR ELECTRICAL MATERIAL LIST AND
ELECTRICAL ABBREVIATIONS.

REFER TO E601 AND E602 FOR ELECTRICAL
SCHEDULES.

REFER TO E501, E502, AND E503 FOR
ELECTRICAL DETAILS.

REFER TO E603 FOR ELECTRICAL ONE-LINE
DIAGRAM.

DEMOLISH ALL EXISTING ELECTRICAL
DEVICES IN EXISTING AREAS SHOWN
RENOVATED. REFER TO THE ARCHITECTURAL
PLANS FOR DEMOLITION SCOPE OF WORK.

KEYNOTES

1.

2.

3.

4.

5.

PREFABRICATED HEADWALL UNIT FURNISHED
AND INSTALLED BY CONTRACTOR. ELECTRICAL
RECEPTACLES WILL BE PROVIDED WITH
PREFABRICATED HEADWALL UNIT. PROVIDE
TWO NORMAL 120 VOLT ELECTRICAL CIRCUITS
AND FOUR 120 VOLT CRITICAL EMERGENCY
POWER ELECTRICAL CIRCUITS. CONNECT
CIRCUITS TO ELECTRICAL RECEPTACLES.
VERIFY ALL DEVICE QUANTITY AND
CONNECTION REQUIREMENTS WITH THE
SELECTED PRODUCT VENDOR. THE BASIS OF
DESIGN FOR THIS PROJECT IS HILL-ROM
LATITUDE ARM SYSTEM.

PROVIDE SINGLE GANG BACKBOX, RECESSED
IN WALL AT 48" A.F.F. WITH EMPTY 1" CONDUIT
STUBBED UP ABOVE LAY-IN CEILING, FOR LIFT
EQUIPMENT SWITCH. WALL MOUNT
RECEPTACLE FOR LIFT 4" BELOW LAY-IN
CEILING MEASURED FROM THE CENTERLINE
OF THE RECEPTACLE.

1.

2.
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